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MARICOPA COUNTY SPECIAL HEALTH CARE DISTRICT 

dba VALLEYWISE HEALTH 

ADDENDUM #2 TO THE 

INVITATION FOR BID 

FOR 

Fire Alarm Systems 

Maintenance and Repair Contract 

90-23-058-IFB 
POSTED NOVEMBER 30, 2022 

COVER SHEET 

BY SIGNING AND RETURNING THIS COVER SHEET, I CERTIFY RECEIPT OF ADDENDUM #2 TO THE FIRE 

ALARM SYSTEMS MAINTENANCE AND REPAIR - REQUIREMENTS CONTRACT IFB 

Printed Name of Authorized Individual Name of Submitting Organization

Signature of Authorized Individual Date

THE SIGNATURE PAGE OF THIS ADDENDUM TWO (2) MUST BE SIGNED AND RETURNED WITH YOUR 
OFFER.



FIRE ALARM SYSTEMS MAINTENANCE AND REPAIR - REQUIREMENTS CONTRACT 
90-23-058-IFB 

ADDENDUM #2 

2

The Maricopa County Special Health Care District (“District”) d.b.a. Valleywise Health is hereby issuing Addendum 
two (2) to the Invitation For Bid which requests sealed bids from qualified bidders to provide Fire Alarm Systems 
Maintenance and Repair - Requirements Contract. 

Pursuant to the Procurement Code Clause HS-305, Addenda to Solicitations, Paragraph A (1, 2) and HS-305, 
Paragraph B.  Addendum two (2) makes revisions/clarifications to the following: 

1.         Q.   Could you please provide me with a copy of your current contract and inspection reports-I request 
this in order to obtain device counts at each facility. 

             A. A copy of the current contract and inspection reports will not be issued however, Exhibit “A” of this 
Amendment provides the device counts at each facility. 

2. Q. Regarding the Scope of Work, it states in section 9.1(o) that we are to drain and refill entire 
wet sprinkler system with each test.  Can you please confirm that is accurate, and you would 
like it completely drained and refilled with every test? 

A. The entire wet sprinkler system will not need to be completely drained and refilled with every test.  

3. Bid due date has been revised: All bids must be received (via email) no later than December 13, 2022, by 
11:00 AM, Phoenix, AZ. Time. Bids received after December 13, 2022 @ 11:00 AM, will not be given 
consideration. 

ALL OTHER INFORMATION CONTAINED WITHIN THE INVITATION FOR BID REMAINS UNCHANGED. 



90-23-058-IFBAmendment #2 

Exhibit "A" 90-23-058-IFB 

Backflow Prevention Valve Chandler CHC

Check Valve Valve Chandler CHC

Control Valve Valve Chandler CHC

Drain Device Chandler CHC

Electric Bell Device Chandler CHC

Fire Dep't Connection Hose Chandler CHC

Gauge Device Chandler CHC

Inspector's Test Valve Chandler CHC

Piping Sprinkler Chandler CHC

Signage Sprinkler Chandler CHC

Special Sprinkler Sprinkler Chandler CHC

Sprinkler Box Sprinkler Chandler CHC

Sprinkler Box Spares Sprinkler Chandler CHC

Waterflow Switch Alarm Chandler CHC

Fire Extinguisher Fire Chandler CHC

Backflow Prevention Valve Guadalupe FHC

Check Valve Valve Guadalupe FHC

Control Valve Valve Guadalupe FHC

Drain Device Guadalupe FHC

Electric Bell Device Guadalupe FHC

Fire Dep't Connection Hose Guadalupe FHC

Gauge Device Guadalupe FHC

Inspector's Test Valve Guadalupe FHC

Piping Sprinkler Guadalupe FHC

Signage Sprinkler Guadalupe FHC

Special Sprinkler Sprinkler Guadalupe FHC

Sprinkler Box Sprinkler Guadalupe FHC

Sprinkler Box Spares Sprinkler Guadalupe FHC

Waterflow Switch Alarm Guadalupe FHC

Fire Extinguisher Fire Guadalupe FHC
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Backflow Prevention Valve Mesa CHC

Check Valve Valve Mesa CHC

Control Valve Valve Mesa CHC

Drain Device Mesa CHC

Electric Bell Device Mesa CHC

Fire Dep't Connection Hose Mesa CHC

Gauge Device Mesa CHC

Inspector's Test Valve Mesa CHC

Piping Sprinkler Mesa CHC

Signage Sprinkler Mesa CHC

Sprinkler Box Sprinkler Mesa CHC

Sprinkler Box Spares Sprinkler Mesa CHC

Waterflow Switch Alarm Mesa CHC

Fire Extinguisher Fire Mesa CHC

Fire Extinguisher Fire Hogan Building

Backflow Prevention Valve North Clinic

Check Valve Valve North Clinic

Control Valve Valve North Clinic

Drain Device North Clinic

Electric Bell Device North Clinic

Fire Dep't Connection Hose North Clinic

Gauge Device North Clinic

Inspector's Test Valve North Clinic

Piping Sprinkler North Clinic

Signage Sprinkler North Clinic

Special Sprinkler Sprinkler North Clinic

Sprinkler Box Sprinkler North Clinic

Sprinkler Box Spares Sprinkler North Clinic

Waterflow Switch Alarm North Clinic

Fire Extinguisher Fire North Clinic

Backflow Prevention Valve Avondale FHC

Check Valve Valve Avondale FHC

Control Valve Valve Avondale FHC

Drain Device Avondale FHC

Electric Bell Device Avondale FHC

Fire Dep't Connection Hose Avondale FHC

Gauge Device Avondale FHC

Inspector's Test Valve Avondale FHC

Piping Sprinkler Avondale FHC

Signage Sprinkler Avondale FHC

Special Sprinkler Sprinkler Avondale FHC

Sprinkler Box Sprinkler Avondale FHC

Sprinkler Box Spares Sprinkler Avondale FHC

Waterflow Switch Alarm Avondale FHC

Fire Extinguisher Fire Avondale FHC
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Cooking Equipment Pre-Engineered Desert Vista 

Cylinder Container Desert Vista 

Fusible Link Initiating Desert Vista 

Kitchen System Pre-Engineered Desert Vista 

Operating Device Auxiliary Desert Vista 

Pull Station Initiating Desert Vista 

Range Hood Pre-Engineered Desert Vista 

Regulator Container Desert Vista 

Backflow Prevention Valve Desert Vista 

Check Valve Valve Desert Vista 

Control Valve Valve Desert Vista 

Drain Device Desert Vista 

Electric Bell Device Desert Vista 

Fire Dep't Connection Hose Desert Vista 

Gauge Device Desert Vista 

Inspector's Test Valve Desert Vista 

Piping Sprinkler Desert Vista 

Signage Sprinkler Desert Vista 

Sprinkler Box Sprinkler Desert Vista 

Sprinkler Box Spares Sprinkler Desert Vista 

Waterflow Switch Alarm Desert Vista 

Fire Extinguisher Fire Desert Vista 

Backflow Prevention Valve Maryvale - Behavioral

Check Valve Valve Maryvale - Behavioral

Control Valve Valve Maryvale - Behavioral

Drain Device Maryvale - Behavioral

Electrical Driver Pump Maryvale - Behavioral

Pump  Pump  Maryvale - Behavioral

Fire Dep't Connection Hose Maryvale - Behavioral

Fire Hydrant Hose Maryvale - Behavioral

Gauge Device Maryvale - Behavioral

Hose Valve Valve Maryvale - Behavioral

Inspector's Test Valve Maryvale - Behavioral

Piping Sprinkler Maryvale - Behavioral

Special Sprinkler Sprinkler Maryvale - Behavioral

Signage Sprinkler Maryvale - Behavioral

Sprinkler Box Sprinkler Maryvale - Behavioral

Sprinkler Box Spares Sprinkler Maryvale - Behavioral

Waterflow Switch Alarm Maryvale - Behavioral

Fire Extinguisher Fire Maryvale - Behavioral
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Backflow Prevention Valve South Central FHC

Check Valve Valve South Central FHC

Control Valve Valve South Central FHC

Drain Device South Central FHC

Electric Bell Device South Central FHC

Fire Dep't Connection Hose South Central FHC

Gauge Device South Central FHC

Inspector's Test Valve South Central FHC

Piping Sprinkler South Central FHC

Signage Sprinkler South Central FHC

Special Sprinkler Sprinkler South Central FHC

Sprinkler Box Sprinkler South Central FHC

Sprinkler Box Spares Sprinkler South Central FHC

Tamper Switch Alarm South Central FHC

Waterflow Switch Alarm South Central FHC

Fire Extinguisher Fire South Central FHC

                          

Backflow Prevention Valve West Maryvale CHC

Check Valve Valve West Maryvale CHC

Control Valve Valve West Maryvale CHC

Drain Device West Maryvale CHC

Electric Bell Device West Maryvale CHC

Fire Dep't Connection Hose West Maryvale CHC

Gauge Device West Maryvale CHC

Inspector's Test Valve West Maryvale CHC

Piping Sprinkler West Maryvale CHC

Signage Sprinkler West Maryvale CHC

Sprinkler Box Sprinkler West Maryvale CHC

Sprinkler Box Spares Sprinkler West Maryvale CHC

Waterflow Switch Alarm West Maryvale CHC

Fire Extinguisher Fire West Maryvale CHC

   

Check Valve Valve Behavioral Health 

Control Valve Valve Behavioral Health 

Drain Device Behavioral Health 

Electric Bell Device Behavioral Health 

Fire Dep't Connection Hose Behavioral Health 

Gauge Device Behavioral Health 

Inspector's Test Valve Behavioral Health 

Piping Sprinkler Behavioral Health 

Signage Sprinkler Behavioral Health 

Sprinkler Box Sprinkler Behavioral Health 

Sprinkler Box Spares Sprinkler Behavioral Health 

Waterflow Switch Alarm Behavioral Health 

Fire Extinguisher Fire Behavioral Health 
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Check Valve Valve 2

Control Valve Valve 7

Drain Device 7

Electric Bell Device 1

Fire Dep't Connection Hose 1

Gauge Device 8

Inspector's Test Valve 6

Piping Sprinkler 3

Signage Sprinkler 4

Sprinkler Box Sprinkler 1

Sprinkler Box Spares Sprinkler 1

Waterflow Switch Alarm 7

Fire Extinguisher Fire 52

      

Check Valve Valve 2

Control Valve Valve 1

Drain Device 1

Electric Bell Device 1

Fire Dep't Connection Hose 1

Gauge Device 2

Inspector's Test Valve 1

Piping Sprinkler 1

Signage Sprinkler 1

Sprinkler Box Sprinkler 1

Sprinkler Box Spares Sprinkler 2

Waterflow Switch Alarm 1

Fire Extinguisher Fire 3

Actuator Peoria- CHC 2

Air Compressor Peoria- CHC 2

Check Valve Peoria- CHC 4

Control Valve Peoria- CHC 6

Deluge Valve Peoria- CHC 2

Drain Peoria- CHC 7

Electric Bell Peoria- CHC 1

Fire Dep't Connection Peoria- CHC 1

Fire Hydrant Peoria- CHC 8

Gauge Peoria- CHC 18

Hose Valve Peoria- CHC 9

Inspector's Test Peoria- CHC 2

Manual Release Peoria- CHC 2

Pressure Switch Peoria- CHC 2

Signage Peoria- CHC 6

Solenoid Peoria- CHC 2

Sprinkler Box Peoria- CHC 2

Sprinkler Box Spares Peoria- CHC 4

Waterflow Switch Peoria- CHC 6

Fire Extinguisher Peoria- CHC 60

Air Compressor CUP Building  1

Check Valve CUP Building  2

Control Valve CUP Building  4
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Drain CUP Building  2

Electric Bell CUP Building  1

Fire Dep't Connection CUP Building  1

Gauge CUP Building  4

Horn/Strobe CUP Building  1

Inspector's Test CUP Building  1

Monitoring CUP Building  2

Piping CUP Building  2

Preaction Valve CUP Building  1

Signage CUP Building  5

Solenoid CUP Building  1

Sprinkler Box CUP Building  1

Sprinkler Box Spares CUP Building  2

Supervisory Signal CUP Building  1

Waterflow Switch CUP Building  2

Abort Station CUP Building  2

Agent Tank CUP Building  2

Battery CUP Building  2

Bell CUP Building  2

Control Panel CUP Building  1

Disconnect CUP Building  1

Horn/Strobe CUP Building  2

Leak Detector CUP Building  2

Module CUP Building  4

Pressure Detector CUP Building  2

Pull Station CUP Building  2

Releasing Device CUP Building  2

Smoke Detector CUP Building  17

Fire Extinguisher CUP Building  42

    

Check Valve Power Plant 2

Control Valve Power Plant 1

Drain Power Plant 2

Electric Bell Power Plant 1

Fire Dep't Connection Power Plant 1

Gauge Power Plant 2

Inspector's Test Power Plant 1

Piping Power Plant 1

Signage Power Plant 2

Sprinkler Box Power Plant 1

Sprinkler Box Spares Power Plant 1

Waterflow Switch Power Plant 1

Fire Extinguisher Power Plant 16
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Air Compressor Administrative Bldg 1

Air Maintenance Device Administrative Bldg 1

Check Valve Administrative Bldg 1

Control Valve Administrative Bldg 6

Drain Administrative Bldg 4

Gauge Administrative Bldg 6

Inspector's Test Administrative Bldg 4

Piping Administrative Bldg 3

Preaction Valve Administrative Bldg 1

Pressure Switch Administrative Bldg 1

Quick Opening Device Administrative Bldg 2

Signage Administrative Bldg 2

Sprinkler Box Administrative Bldg 2

Sprinkler Box Spares Administrative Bldg 3

Waterflow Switch Administrative Bldg 4

Abort Station Administrative Bldg 2

Actuator Administrative Bldg 1

Agent Tank Administrative Bldg 1

Battery Administrative Bldg 2

Control Panel Administrative Bldg 1

Heat Detector Administrative Bldg 9

Horn/Strobe Administrative Bldg 1

Monitoring Administrative Bldg 1

Pull Station Administrative Bldg 2

Relay Administrative Bldg 4

Releasing Device Administrative Bldg 2

Smoke Detector Administrative Bldg 18

Fire Extinguisher Administrative Bldg 17

Backflow Prevention Main Building  1

Check Valve Main Building  6

Control Valve Main Building  33

Drain Main Building  13

Electrical Driver Main Building  2

Pump Main Building  2

Fire Dep't Connection Main Building  2

Fire Hydrant Main Building  20

Gauge Main Building  25

Inspector's Test Main Building  15

Piping Main Building  10

Signage Main Building  3

Waterflow Switch Main Building  20

Actuator Main Building  5

Cartridge Main Building  5

Cooking Equipment Main Building  5

Cylinder Main Building  8

Fusible Link Main Building  6

Kitchen System Main Building  5

Pull Station Main Building  5

Range Hood Main Building  5

Valve Main Building  3

Fire Extinguisher Main Building  255
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